Introduction
The equatorial location of Malaysia has been an advantage for exploring the potential of large scale solar photovoltaic system (LSS PV) installations in the country. Solar power is the most preferred renewable energy source in Malaysia when compared to wind or other renewable energy sources. The statistics from the National Renewable Energy Policy and Action Plan (NREPAP) provides some insights about the potential trend of solar power installations in the country. The energy generation from renewables including solar PV, biogas, biomass, Proportional Integral (PI) controller was proposed to augment voltage curve in microgrids. [9] The active and reactive power compensation was possible under unbalanced conditions at the point of common coupling. The method also witnessed reduced distortions under rapid load variations. The Continuation Power Flow (CPFLOW) based algorithm was suggested by W. Suampun to analyze the voltage stability of grid integrated systems and simulation was executed using IEEE-14 bus system and IEEE-39 bus system with varying loads. The research concluded that the PV penetration levels and the location of grid connected PV system play a crucial role in the stability of the grid. [10] 
Power System Stability
Power system is a nonlinear network dependent on many parameters like generator outputs, transmission parameters, key operating specifications etc. which varies continuously. [11, 12] The power system stability can be classified into steady state, transient and dynamic stability. [13] An unstable system can lead to break down of the entire system or part of the system. The nature of fault or disturbance can be small or large scale ranging from short to long time when measured in timescale. The power quality enhancement with the implementation of multilevel inverter topology and then injecting power into the grid for hybrid solar and wind conversion system was investigated by Sharma et al. The method also had an advantage of maximum power extraction from the renewable energy sources. [14] The enhancement of fault ride through capability during grid faults with revised protection control measures for DC link of grid connected PV system was proposed in agreement with grid code specifications. The over voltage at the DC link and the AC current at the common coupling point was prevented with the support of reactive power. This facilitates the power supply from the inverter during abnormal conditions of the power network. [15] The load of the system including transmission losses are matched to the generation to keep the frequency constant, i.e., 50 Hz in Malaysia. The main analysis tool for the steady state operation is the power flow analysis through which voltages and power flow are regulated. This method is adopted for the planning studies and operation of high voltage transmission networks and low voltage distribution networks. [16] A comparative study of voltage stability assessment with wind generator and solar PV generator was carried out by Youssef et al. on an IEEE-14 bus system. The bus voltages during different contingency were analyzed and the most affected bus was determined. [17] The reactive power compensation for reactive loads is provided to increase the overall efficiency of the grid network. The capacitor banks are installed usually in practice for VAR generation. The additional compensation devices can be avoided to a great extent by reactive power injection to the grid connected converters in the renewable energy generation system. The power transmission losses and the voltage dips relevant in the grids can be reduced by the reactive power compensation technique. [18] FACTS devices are connected through series or shunt compensation in AC networks to increase power transfer capability and stability of the network. The device can also provide loss optimizations and manage congestions in the network. [19] The reactance of the lines is controlled by series connected FACTS devices while the shunt connected devices are used for compensation in transmission lines. Series compensation is provided by Static Synchronous Series Compensator (SSSC) and Thyristor-Controlled Series Capacitor (TCSC). [19] [20] [21] The STATCOM and SVC are examples of shunt compensation devices. The FACTS controller offers to regulate the transmission of AC, increasing or decreasing power flow in specific branch and response to stability issues. The insufficiency in reactive power leads to voltage sags and required real power is not received at load through the transmission lines due to losses.
Malaysian Grid Code
The design and operation of the transmission system in Malaysia is specified through the transmission system performance characteristics in the grid code for peninsular Malaysia. The grid frequency range adopted in Malaysia is between 49.5 and 50.5 Hz for normal operation. The exceptional case can experience the operation of equipment within frequency limit of 47-52 Hz with predefined operation measures. The continuous operation happens from 47.5 to 52 Hz while the operation is restricted for 10 s every time frequency drops below 47.5 Hz. [22] The next parameter of concern is the voltage variations defined for each type of transmission system and their tolerance from the nominal values. The nominal value of 500 KV network shall remain within ±5% for normal operating conditions. The abnormal operation can experience voltage deviations of 10% for a maximum of 15 min if deviation is positive. [22] The 275 and 132 KV have a nominal value of ±10% for permissible variations in voltage. Any network below 132 KV allows a maximum deviation of ±6%.
The plant performance requirements are listed in the grid code for Peninsular Malaysia. The generating units must supply rated power output within a range of 0.85 power factor lagging and 0.95 power factor leading. The short circuit ratio at the very least of 0.5 is allowed for the generating units. The active power output must not be influenced by variations in voltage for normal operating range of generating units or power park module under steady state conditions. The reactive power output should be entirely available with the voltage range ±5% at 500, 275, and 132 KV and lower voltages. [22] 3. Methodology
Project Methodology
The research focuses on the assessment of a power system management framework for the LSS PV grid integration in Malaysia. The study was conducted by integrating the solar power generation bus to the IEEE-9 bus test bed. The IEEE-9 bus deployed is a standard test system in accordance with the Western System Coordinating Council (WSCC). The research has two primary evaluation performed throughout the project. The simulation for these two evaluations is performed using PVSyst version 6.8.1 and PSS/E by Siemens.
The first stage involves the study of the PV modules, configuration of modules, calculation of yearly energy yield, maximum energy produced, and maximum energy injected to the grid. PVSyst was used to model the solar system with input parameters specified in the data sheet for each PV module. The inverter output in AC rating was analyzed and fed as input to the PSS/E for power flow analysis.
The second stage utilizes the PSS/E by Siemens to integrate the solar generation plant with the IEEE-9 bus test configuration to analyze the effects of voltage variation and reactive power demand. The best option for integrating the solar generation bus was examined.
The third and final stage was performance improvement using additional power electronics for the configuration options having large deviations on bus voltage levels. The enhancement in the operation of network with additional components was noted to compare the results.
Feasibility of Solar PV Power Plant

Decision on Site
Malaysia receives abundant sunshine throughout the year and the irradiance measured in Malaysia suggests the feasibility of LSS PV. The annual irradiance received by the country is around 1900 KWh m −2 . [23] The characteristics of the location selected for the deployment of LSS PV power plant is one of the main factors that contribute to the energy output of the system. The Energy Commission under the Malaysian government has listed numerous sites suitable for LSS PV in Malaysia. In this study, one of the sites announced by the Energy Commission is considered to provide realistic results. The site chosen for this study is a 50 MW capacity grid connected LSS PV at Sepang, Selangor which falls under the jurisdiction of the Tenaga Nasional Berhad (TNB). [24] 
Solar Irradiation and Yearly Energy Yield
The power output of a PV system depends on the solar irradiation received on site rather than the temperature at site. The higher temperatures cause negative effects on the energy production as the performance of solar PV is inversely proportional to temperature. The research is limited to the annual energy yield and solar irradiation at Sepang, Selangor as the nearest station for meteonorm data was located at Sepang. Since the meteonorm data for Sepang was not available on the PVSyst database, the irradiation values were generated by the software. The monthly Global Horizontal Irradiation (GHI) was tabulated and the yearly GHI was 1610 KWh m −2 .
Power Network and Infrastructure
The maximum utilization of the generated energy is possible when the transmission losses are at minimal value. The solution can be achieved by transmitting energy from generation plant to distribution network located at shorter distance rather than longer distance. The long distance transmission can lead to increase in losses and in AC transmission, the impedance value of the transmission line plays a vital role. The location of LSS PV being Selangor has advantages due to the presence of a strong transmission and distribution network.
Solar PV Generation Profile
The assessment includes three monocrystalline PV modules and two thin film PV modules. These modules were chosen on the basis of local availability in Malaysia. Furthermore, the manufacturers like First Solar, Hanwha Qcells, and Longi Solar are approved local manufacturers by the SEDA Malaysia. The descriptions of the selected PV models are as listed in Table 1 .
The typical lifetime of the selected models is 25 years according to their respective datasheets published by the manufacturers. The nominal power output percentage at 25th year is mentioned in the datasheet of the module. The theoretical calculation results for a capacity of 50 MW shows that First Solar with thin film technology generates 43 MW of AC power at 25th year and Hanwha Qcells provide 41.8 MW among the selected PV modules. In practical application, these values vary due to configuration, losses, location of site, conversion efficiency, etc. The power output and energy injected into the grid per year is evaluated using PVSyst for the selected modules.
Simulation Using PVSyst
The real time measurements and data are generated for the selected PV modules using PVSyst. The project design feature of the software for grid connected system is mainly utilized for simulation.
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Databases
The meteorological data for the location of Sepang is required to carry out simulation. However, the data base contains few meteorological station data for geographical sites like Kuala Lumpur, Kota Bharu, etc. The meteo file for Sepang is generated within PVSyst using Kuala Lumpur as base data and 17% of the satellite data. The meteo file is then exported and deployed for further analysis. The details for the geographical location of Sepang are as described in Table 2 .
The sun path diagram for Sepang is generated from the preliminary design feature of PVSyst. The sun path obtained is given below in Figure 1.
Project Design for Grid Connected System
This section deals with main design parameters used to calculate the yearly energy generation and the energy injected into the power grid. The values and related parameters are listed below in Table 3 .
The tilt angle and azimuth angle of the system were selected as 5° and 0° respectively based on optimum design for the selected geographical location of Malaysia. Ahmed et al.
confirmed the best configuration for tilt angle and azimuth angle in Malaysia through their research tilted "An Assessment of the Solar Photovoltaic Generation Yield in Malaysia using Satellite Derived Datasets." [25] The SMA inverters featuring inbuilt MPPT technique were connected to the PV modules in all cases to obtain maximum power generation. Different models from various manufactures like Siemens were tested yet not suitable for the configured system. Some of these models gave a warning message that the inverter is strongly oversized or undersized. The description of Global Challenges 2020, 4, 1900093 inverters connected to each model of PV modules selected is listed below in Table 4 .
The simulation results provide the annual energy generation and the yearly active energy injected into the grid network. The apparent energy to the grid at 0.85 power factor lagging is also presented in the report.
IEEE-9 Bus Test Bed
The standard IEEE-9 bus test system in accordance with the WSCC is adopted for this study. It is also known as the P.M. The IEEE-9 bus has the following transmission line parameters that require to be fed into the software to proceed with the analysis. Table 5 shows the values of resistance, reactance, and admittance of the standard IEEE-9 bus test system. [26] 
Solar PV Modeling in PSS/E
The renewable energy modeling in PSS/E is different from models with conventional generators. The solar bus is connected to the swing bus and both buses have a base voltage level of 132 KV. The solar bus is connected to the IEEE-9 bus test system using a 2 winding step-up transformer to elevate the voltage level from 132 to 230 KV. The solar bus is connected to the swing bus as the latter acts as a reference bus for the solar bus and has a phase angle of zero degree. A simple model of solar renewable energy modeling with a load bus is shown in Figure 3 below.
Since PSS/E does not feature an option to model solar generation bus, it can be modeled as wind generator. The important parameter to consider is the control mode in wind data section of the machine data. The control mode selection is set to +, − Q limits based on WPF.
Simulation Using PSSE
A solar bus with a generation capacity of 39.6 MW which is the inverter output from PVSyst simulation was used as the model setup. The maximum capacity of generation was set to 50 MW with a base voltage of 132 KV.
Solar Bus Configuration
The solar bus was modeled in three distinct configurations to study the effects of integration to the IEEE-9 bus system. Case II and Case III had the issue of islands during the course of simulation. These two cases were neglected and the simulations were carried out using case I configuration.
Integration of Solar Bus with IEEE-9 Bus
The research was carried out to find the optimum configuration model for the integration of solar generation bus with the IEEE-9 bus test system. The solar generation bus was interconnected to each of the buses from bus 4 to bus 9, one at a time on a case by case basis. The first setup was configured by connecting the solar generation bus to the bus 4 of the IEEE-9 bus system using a step-up transformer. The transformer steps up voltage level to 230 KV for interconnection to bus 4. The single line diagram of interconnection to bus 4 is depicted below in 
Simulation Techniques
The simulation assessment was carried out for steady state analysis. The power flow analysis methods adopted were, a. AC Contingency Analysis b. QV Analysis AC contingency is performed to assess the reliability of the power network. Contingency refers to the outage of a part of the network or the network itself. An outage of the power system component such as the generator or transmission line may cause overloading in transmission lines, deviations in bus voltages, power angle instability, or severe break down. Contingency analysis helps to provide reliability checks and corrective actions to the utilities for planning and operation of the network in real time. The computation procedure for contingency analysis using PSS/E [27] is shown below in Figure 5 .
In this study, the main focus is to carry out the following AC contingency studies:
• AC Contingency Calculation (ACCC)
• Multilevel AC Contingency (MACC)
The AC Contingency is implemented for each case when the solar bus is connected to various buses of the IEEE-9 bus test system. The files required are generated within PSS/E and the results are formulated in an excel sheet or text file. The behavior of the system is studied to identify the abnormality for a particular configuration scenario.
QV analysis is performed to plot the QV curve which determines the variations of the bus voltages with reactive power injection. QV curve is the correlation between the reactive power (Q) and voltage (V) for different active power (P) through the network. [28] The QV curves for different buses can be plotted with values of reactive power MVAR and bus voltages from 0.9 to 1.1 pu. The reactive power demand can be calculated from the QV curves for worst case scenario and compensation devices of appropriate rating can be incorporated to improve system performance. QV Analysis is carried out to calculate the reactive power demand for each configuration when the solar bus is connected from bus 4 to bus 9 of IEEE-9 bus system, on a case by case basis. The worst case contingency is noted and the reactive power demand for that particular bus is recorded. The performance of the worst configuration model can be improved with additional power electronic devices like reactive power compensation devices.
Case I -Solar Bus Connected to Bus 4 of IEEE-9 Bus System
The first analysis done was with the solar bus integrated to the bus 4 on the IEEE-9 bus test system. The solar generation bus was connected to the bus 4 by a two-winding step-up transformer to elevate the voltage levels to 230 KV. The schematic diagram of the solar bus interconnection to bus 4 in PSS/E is given in Figure 4 .
The initial step was to solve the network using full Newton Raphson method. The Newton Raphson provides fast convergence and reduces computational time. The important parameter to be considered here is the convergence of the network. The met convergence tolerance must be verified to avoid blow up of the network.
The second step was to create the SUB, MON, and CON configuration files. Once these have been generated, the distribution factor data file (DFAX) was built using the same.
The third step was to perform contingency analysis to obtain AC contingency solution (ACCC). Furthermore, the multilevel AC contingency solutions were checked. The results were exported to excel sheets using the reports option under power flow tab.
Global Challenges 2020, 4, 1900093 Similarly the QV analysis was carried out and the reports were exported to excel sheets for further analysis. The results of the QV analysis were used to calculate the reactive power demand required for the optimal operation of the system at a bus voltage of 1.0 pu. The reactive power demand was calculated using the QV curves.
Case I -Configuration of Solar Bus Connected to Other Buses
The configuration used in case I was shifted from bus 4 to bus 5 of the IEEE-9 bus. Similarly, the configuration change was done for each of the buses of IEEE-9 bus from bus 6 to bus 9. The same procedure as in Section 3.7.4 was repeated for each configuration change and the results were exported to excel to determine the best configuration for the integration that satisfies the optimal power flow in the network. The worst case configuration was selected for the addition of reactive power compensators. This was done to improve the network performance of the worst case configuration.
Case I -Solar Bus Connected to Bus 8 of IEEE-9 Bus with FACTS
The reactive power compensation was introduced to the network by employing FACTS. The reason for selecting FACTS is due to the availability of the component in the PSS/E dashboard and compensation is done for transmission lines. The reactive power compensation improves the bus voltages on lines and rectifies the worst case violations of single line AC contingency. A single line diagram of the modified network is depicted in Figure 6 .
The similar procedure as in Section 3.7.4 was followed to determine the changes in the load flow pattern. The results obtained were tabulated in excel and analyzed.
The same process was repeated to improve and analyze the integration of solar bus to bus 9 with FACTS. The AC contingency was performed to verify the appropriate rating of reactive power compensation device. The worst case violations in this specific case were tabulated.
Results and Analysis
The final results obtained from both PVSyst and PSS/E helps to determine the optimum configuration for the solar power generation plant and the interconnection to the IEEE-9 bus system. The input parameters used to carry out simulation were kept almost identical to the realistic values used in the practical application for a similar system.
Results from PVSyst
The simulation was done for five different selected PV modules which includes monocrystalline and thin film cells. The monocrystalline modules of same power rating were opted for the comparative study. The thin film modules of similar specification were not available. Therefore, two modules of different power ratings in proximity with the monocrystalline modules were taken into consideration. The input parameters according to their respective datasheets were fed into PVSyst and other common parameters remained the same as specified in Section 3.4.2. The total AC power output from the inverter and the active energy injected into the grid were generated via the software. The results have been tabulated below in Table 6 .
The total active energy injected into the grid per month for duration of one year is shown below in Figure 7 . From the chart in Figure 7 , First Solar FS-6390 proves to be the best module that generates maximum energy to the grid at 66. The higher energy generation by First Solar is due to higher rating of PV modules. However, being a thin film technology PV module that incorporates Cadmium Telluride (CdTe) they pose potential risk to the environment. The advantage of this module is number of modules required for the generation of 50 MW is comparatively less to other models. Among the monocrystalline technology, Longi Solar was leading in power generation profile with higher conversion efficiency. Monocrystalline is a well-established technology and does not have negative effect on the environment. The performance characteristics and efficiency of monocrystalline modules are superior to the thin film modules.
Results from PSSE
The AC contingency analysis was performed for different configurations of solar bus connected to the IEEE-9 bus. The worst case contingency violations, i.e., bus voltage (pu) drop below 0.95 or rise above 1.05 for each configuration was analyzed and tabulated below in Table 7 .
The AC contingency is applied to the reference case where the solar bus is not connected to the IEEE-9 bus system. The voltage level deviations were visible on bus 5 and bus 6 during single line contingency. The integration of solar bus to bus 4 for option 1 showed negligible voltage drops on bus 5 and bus 6 when compared to the reference case. The voltage increase was experienced on bus 5 for option 2 but remained within nominal limits. The voltage level on bus 6 was same as reference case for integration of solar bus to bus 5.
The connection of solar bus to bus 6 which was option 3 triggered voltage rises on bus 6 but bus 5 had the same voltage as Global Challenges 2020, 4, 1900093 reference case. The integration of solar bus in option 4, option 5, and option 6 to bus 7, 8, and 9 of IEEE-9 bus test system affected voltage levels on several buses in each case. The impact was seen on bus 4, 5, and 6 of the IEEE-9 bus according to the Table 7 . However, the integration in each case increased voltage levels on bus 7, 8, and 9 respectively due to the point of interconnection but these were within specified nominal operating limits. The bus 5 and bus 6 are load buses and it is important to mitigate these violations to transfer maximum active power. Therefore, integration of solar bus for these configurations is recommended with additional power electronics like reactive power compensators. The application of reactive power compensators depends on the requirement of reactive power demand generated. This is determined by the QV curve generated from the QV analysis. The stable configuration from above results is option 1-integration of solar bus to bus 4 of IEEE-9 bus system. The nonfeasible options like option 5 and option 6 were considered for performance improvement.
Solar Bus Connected to Bus 8 of IEEE-9 Bus System
The AC contingency worst case violations for integration to bus 8 (option 5) are as follows in Table 8 .
The QV analysis for option 5 configuration is performed and the QV curves are generated. The QV curve is generated for bus 5 as this bus faced the most deviation in voltage level compared with bus 4 and 6. QV curve provides the amount of reactive power demand to be compensated. The QV curve for bus 5 is as shown below in Figure 8 .
The normal operation is possible if the bus voltage of bus 5 is elevated to the level of 1.0 pu. This is facilitated through reactive power compensation device that satisfies reactive power demand of 60.68 MVAR at bus 5.
Solar Bus Connected to Bus 9 of IEEE-9 Bus System
The worst case violations of bus voltages from AC contingency analysis for option 6 are listed in Table 9 . In this case, again bus 5 is the most affected bus during single line contingency. Therefore, QV curve is generated from QV analysis to calculate the reactive power requirement of the system. The QV curve for bus 5 of option 6 is shown in Figure 9 .
The reactive power demand from the QV curve for normal operation of bus 5 at 1.0 pu operating voltage range is 60.66 MVAR. The FACTS device is connected to bus 5 in series to improve the voltage range on the transmission line.
Solar Bus Connected to Bus 8 of IEEE-9 Bus System with FACTS
The worst case violations of the solar bus integration to the bus 8 are rectified using FACTS device available within PSS/E. FACTS are a reactive power compensation device utilized for voltage regulation in this case. The justification to adopt FACTS on bus 5 is because bus 5 experiences most voltage drop during AC contingency analysis for option 5-normal configuration without FACTS. The reactive power demand of 60 MVAR is supplied by FACTS. The AC contingency analysis is performed for the modified system incorporating the FACTS device and the results are tabulated in Table 10 to study the improvement in the system.
The voltage levels on bus 4 and 5 have increased and operate within desired limits when compared to the configuration without reactive power compensation. The Bus 6 voltage remains same in both cases but has a slight drop when measured against the reference case of IEEE-9 bus test system. Therefore, the improved configuration of option 5 is more stable than the system without FACTS device in the network.
Solar Bus Connected to Bus 9 of IEEE-9 Bus System with FACTS
The AC contingency results for bus 9 with additional FACTS device installed on bus 5 are tabulated below in Table 11 .
A performance upgrade of the existing network is visible with the implementation of FACTS device supplying 60 MVAR. The violations on bus 4 and 5 are rectified and operate within specified voltage range. The bus voltage on bus 6 is 0.924 pu which has deviation of 1.8% from the reference case of IEEE-9 bus test case where the voltage reading was 0.942 pu. However, the reliability of the overall system has improved and promotes higher active power transfer with reduced losses.
The best configuration for integration of solar bus to the IEEE-9 bus test case is option 1 -connecting the solar PV bus to bus 4 which has similar performance characteristics as the reference system. The second option for integration to Bus 5 and 6 experiences increased voltage levels on bus 5 and 6 respectively but remains within normal operating limits. The integration to bus 7, 8, and 9 affects the voltage levels on bus 4, 5, and 6. Bus 5 encountered the maximum drop in voltage in all cases during single line contingency analysis. Therefore, configuration models like option 4, 5, and 6 can be implemented by addition of FACTS device on bus 5 to increase performance standards. 
Conclusion
The thin film PV modules by First Solar with higher power rating generate higher yearly output. Hence, the number of modules required for the power plant will be considerably less when compared to the modules by monocrystalline technology for LSS. These can be installed in regions having limitations on land availability. The monocrystalline module by Longi Solar generates more output energy than their counterpart modules by Hanwha Qcells and Jinko Solar with the same ratings as specified by the manufacturer. It is also evident from the results that the energy generated by Longi Solar and First Solar is almost similar although the latter has a higher power rating. Monocrystalline modules are better than thin film modules using CdTe in terms of environmental aspects. The solar generation bus along with the swing bus having a base voltage level of 132 KV was integrated to the IEEE-9 bus using a stepup transformer to convert voltage levels to 230 KV. Swing bus was necessary with the solar generation bus to act as reference having phase angle zero to avoid islanding during contingency tests. The solar generation bus integration to bus 4 proved to be the best configuration because the deviations in bus voltages were minimal and the performance of the network resembled the actual IEEE-9 bus test system configuration. The integration to bus 5 and 6 increased the voltages on bus 5 and 6 respectively but was within the operating limits. The configuration options 4, 5, and 6 (bus 7, 8, and 9) integration affected voltage range on bus 4, 5, and 6 for different single line contingency. Hence reactive power compensation was required to improve network performance to the desired limits. The reactive power was supplied by connecting FACTS in series to improve the bus voltages on transmission lines and changes in network performance were visible for option 5 and 6 with FACTS device.
